
  

 

 

 

 

 

 

AMENDMENTS TO HOUSE BILL 1052  

(First Reading File Bill)  

 

AMENDMENT NO. 1 

 On page 1, in line 2, after “Safety –” insert “Natural”; in the same line, after 

“Gas” insert “and Liquefied Propane”; in line 4, strike “requiring” and substitute 

“prohibiting the use of”; in the same line, strike “to be used”; in the same line, after the 

second “of” insert “fuel”; in line 5, strike “residential and commercial” and substitute 

“certain”; and in the same line, after “to” insert “fuel”. 

 

AMENDMENT NO. 2 

 On pages 1 and 2, strike beginning with “(1)” in line 16 on page 1 down through 

“(B)” in line 1 on page 2. 

 

 On page 2, in line 1, strike “RESIDENTIAL AND COMMERCIAL BUILDINGS” and 

substitute “ANY BUILDING”; in line 2, strike “USE” and substitute “USES FUEL”; in the 

same line, after “SYSTEMS” insert “NOT SUBJECT TO TITLE 49, PART 192 OF THE 

CODE OF FEDERAL REGULATIONS”; and strike in their entirety lines 3 through 8, 

inclusive, and substitute: 

 

 “(B)     NON–ARC–RESISTANT JACKETED CORRUGATED STAINLESS STEEL 

TUBING MAY NOT BE USED IN: 

 

  (1) THE NEW CONSTRUCTION OF A CUSTOMER–OWNED NATURAL 

GAS OR LIQUEFIED PROPANE PIPING SYSTEM IN A BUILDING; 

 

  (2)     A NATURAL GAS OR LIQUEFIED PROPANE PIPING SYSTEM IN A 

RENOVATED PROPERTY IF THE RENOVATION AFFECTS MORE THAN 50% OF THE 

TOTAL SQUARE FOOTAGE OF THE PROPERTY; OR  
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  (3)     A NATURAL GAS OR LIQUEFIED PROPANE PIPING SYSTEM THAT 

REQUIRES THE ADDITION OF A NEW GAS LINE TO THE GAS PIPING SYSTEM.”. 




