Bill No. 54 -2020

Introduced by: The Chairperson at the request of the County Executive

AN ACT adopting the 2020 National Electrical Code as the Electrical Code for Howard County; regulating the design, construction, alteration, improvement or modification to electrical equipment; adopting certain local amendments to the Electrical Code; making certain technical corrections; and generally relating to the electrical code in Howard County.

Introduced and read first time October 5, 2020. Ordered posted and hearing scheduled.

By order, ________________
Diane Schwartz Jones, Administrator

Having been posted and notice of time & place of hearing & title of Bill having been published according to Charter, the Bill was read for a second time at a public hearing on October 19, 2020.

By order, ________________
Diane Schwartz Jones, Administrator

This Bill was read the third time on November 2, 2020 and Passed __, Passed with amendments __, Failed __.

By order, ________________
Diane Schwartz Jones, Administrator

Sealed with the County Seal and presented to the County Executive for approval this 4th day of November, 2020 at 11:20 a.m./p.m.

By order, ________________
Diane Schwartz Jones, Administrator

Approved/Vetoed by the County Executive November 4, 2020

Calvin Ball, County Executive

NOTE: [[text in brackets]] indicates deletions from existing law; TEXT IN SMALL CAPITALS indicates additions to existing law; Strike-out indicates material deleted by amendment; Underlining indicates material added by amendment.
Section 1. Be It Enacted by the County Council of Howard County, Maryland, that the Howard County Code is amended as follows:

By repealing and reenacting:


Subtitle 2. Electrical Regulations.

Section 3.214. Adoption of National Electrical Code.

Title 3. Buildings.

Subtitle 2. Electrical Regulations.

SECTION 3.214. ADOPTION OF NATIONAL ELECTRICAL CODE.

(A) (1) The 2020 edition (NFPA 70) of the National Electrical Code, with amendments as listed in subsection (B) of this section, is hereby adopted as the Electrical Code for Howard County, as if the National Electrical Code were set out in full in this section.

(2) A person performing or causing the performance of electrical work shall conform to the Howard County Electrical Code and to the provisions of the Howard County Building Code adopted in Title 3, Subtitle 1 of this Code.

(3) If a conflict exists between the Howard County Building Code and the Howard County Electrical Code, the code requiring the higher standard shall govern.

(B) The following amendments modify certain provisions of the adopted code:

(1) Section 90.4. Enforcement.

Add a sentence at the end of this section as follows: "If there is a conflict between this section and any other provision of this subtitle, the requirement of the other provision shall govern."

(2) Article 100. Definitions.

Delete the sentence following "Authority Having Jurisdiction (AHJ)." and substitute the following, "The Authority Having
JURISDICTION IS THE BUILDING OFFICIAL AS SET FORTH IN SECTION 3.101(A)(2) OF THIS CODE.

(3) SECTION 210.8. GROUND-FAULT CIRCUIT-INTERRUPTER PROTECTION FOR PERSONNEL.

IN SUBSECTION (F), OUTDOOR OUTLETS, IN THE EXCEPTION, AFTER “COVERED IN 210.8(C)”, INSERT “AND HEATING, AIR-CONDITIONING AND REFRIGERATION EQUIPMENT THAT SERVE THE DWELLING”.

(4) SECTION 230.85. EMERGENCY DISCONNECTS.

ADD AN EXCEPTION AS FALLS: “EXCEPTION: WHERE PHYSICAL AND PRACTICAL LIMITATIONS PREVENT AN OUTDOOR DISCONNECT, THE CODE OFFICIAL MAY APPROVE AN ALTERNATIVE LOCATION”.

(5) SECTION 240.21. LOCATION IN CIRCUIT.

AMEND SUBSECTION (B), FEEDER TAPS, BY ADDING A SECOND EXCEPTION TO ITEM (B)(1) AND A NEW EXCEPTION TO ITEM (B)(2) AS FOLLOWS:


(6) SECTION 250.52. GROUNDING ELECTRODES.

ADD THE FOLLOWING TO THE BEGINNING OF SUBSECTION 250.52(A)(3):

“CONCRETE ENCASED ELECTRODES: EXCEPT AS OTHERWISE APPROVED BY THE DEPARTMENT, THE PRINCIPAL GROUNDING ELECTRODE FOR A NEW STRUCTURE IS A CONCRETE ENCASED ELECTRODE INSTALLED IN ACCORDANCE WITH THIS SUBSECTION.”

SECTION 250.50. GROUNDING ELECTRODE SYSTEM. AFTER THE SECOND SENTENCE THAT ENDS “INSTALLED AND USED.” INSERT: “FOR BUILDINGS OR STRUCTURES FED WITH ELECTRIC POWER WHERE THE ELECTRODE AS DESCRIBED IN 250.52(A)(3)(1) DOES NOT EXIST, AN ELECTRODE THAT COMPLIES WITH 250.52(A)(3)(1) OR 250.52(A)(3)(2) SHALL BE INSTALLED AND USED.”.

(7) SECTION 310.3. CONDUCTORS.
IN SUBSECTION (A) MINIMUM SIZE OF CONDUCTORS, AFTER “14 AWG COPPER OR”, DELETE “12” AND SUBSTITUTE “4”.

(8) ANNEX H. ADMINISTRATION AND ENFORCEMENT.

ONLY THE PROVISIONS OF SUBSECTION 80.9 ARE ADOPTED. THE REMAINDER OF ANNEX H IS SPECIFICALLY AND INTENTIONALLY NOT ADOPTED.

Section 2. And Be It Further Enacted by the County Council of Howard County, Maryland, that this Act shall become effective 61 days after its enactment.
AN ACT adopting the 2020 National Electrical Code as the Electrical Code for Howard County; regulating the design, construction, alteration, improvement or modification to electrical equipment; adopting certain local amendments to the Electrical Code; making certain technical corrections; and generally relating to the electrical code in Howard County.
Section 1. Be It Enacted by the County Council of Howard County, Maryland, that the Howard County Code is amended as follows:

By repealing and reenacting:

   Subtitle 2. Electrical Regulations.
   Section 3.214. Adoption of National Electrical Code.

Title 3. Buildings.
Subtitle 2. Electrical Regulations.

SECTION 3.214. ADOPTION OF NATIONAL ELECTRICAL CODE.

(A) (1) The 2020 edition (NFPA 70) of the National Electrical Code, with amendments as listed in subsection (B) of this section, is hereby adopted as the Electrical Code for Howard County, as if the National Electrical Code were set out in full in this section.

   (2) A person performing or causing the performance of electrical work shall conform to the Howard County Electrical Code and to the provisions of the Howard County Building Code adopted in Title 3, Subtitle 1 of this Code.

   (3) If a conflict exists between the Howard County Building Code and the Howard County Electrical Code, the code requiring the higher standard shall govern.

(B) The following amendments modify certain provisions of the adopted code:

   (1) Section 90.4. Enforcement.

   Add a sentence at the end of this section as follows: "If there is a conflict between this section and any other provision of this subtitle, the requirement of the other provision shall govern."

   (2) Article 100. Definitions.

   Delete the sentence following "Authority Having Jurisdiction (AHJ)." and substitute the following, "The Authority Having
JURISDICTION IS THE BUILDING OFFICIAL AS SET FORTH IN SECTION 3.101(A)(2) OF THIS CODE.

(3) SECTION 210.8. GROUND-FAULT CIRCUIT-INTERUPTER PROTECTION FOR PERSONNEL.
IN SUBSECTION (F), OUTDOOR OUTLETS, IN THE EXCEPTION, AFTER "COVERED IN 210.8(C)", INSERT "AND HEATING, AIR-CONDITIONING AND REFRIGERATION EQUIPMENT THAT SERVE THE DWELLING".

(4) SECTION 230.85. EMERGENCY DISCONNECTS.
ADD AN EXCEPTION AS FOLLOWS: "EXCEPTION: WHERE PHYSICAL AND PRACTICAL LIMITATIONS PREVENT AN OUTDOOR DISCONNECT, THE CODE OFFICIAL MAY APPROVE AN ALTERNATIVE LOCATION".

(5) SECTION 240.21. LOCATION IN CIRCUIT.
AMEND SUBSECTION (B), FEEDER TAPS, BY ADDING A SECOND EXCEPTION TO ITEM (B)(1) AND A NEW EXCEPTION TO ITEM (B)(2) AS FOLLOWS:
EXCEPTION: IN METER ROOMS, THE CONDUCTORS WITHIN THE AUXILIARY GUTTER THAT SUPPLIES THE METER SHALL NOT COUNT AS A PART OF THE TOTAL LENGTH."

(6) SECTION 250.52. GROUNDING ELECTRODES.
ADD THE FOLLOWING TO THE BEGINNING OF SUBSECTION 250.52(A)(3):
"CONCRETE-ENCASED ELECTRODES: EXCEPT AS OTHERWISE APPROVED BY THE DEPARTMENT, THE PRINCIPAL GROUNDING ELECTRODE FOR A NEW STRUCTURE IS A CONCRETE ENCASED ELECTRODE INSTALLED IN ACCORDANCE WITH THIS SUBSECTION."

(7) SECTION 310.3. CONDUCTORS.
IN SUBSECTION (A) MINIMUM SIZE OF CONDUCTORS, AFTER "14 AWG COPPER OR", DELETE "12" AND SUBSTITUTE "4".

(8) ANNEX H. ADMINISTRATION AND ENFORCEMENT.
ONLY THE PROVISIONS OF SUBSECTION 80.9 ARE ADOPTED. THE REMAINDER OF ANNEX H IS SPECIFICALLY AND INTENTIONALLY NOT ADOPTED.
Section 2. And Be It Further Enacted by the County Council of Howard County, Maryland, that this Act shall become effective 61 days after its enactment.
BY THE COUNCIL

This Bill, having been approved by the Executive and returned to the Council, stands enacted on November 4, 2020.

Diane Schwartz Jones, Administrator to the County Council

BY THE COUNCIL

This Bill, having been passed by the yeas and nays of two-thirds of the members of the Council notwithstanding the objections of the Executive, stands enacted on ____________________, 2020.

Diane Schwartz Jones, Administrator to the County Council

BY THE COUNCIL

This Bill, having received neither the approval nor the disapproval of the Executive within ten days of its presentation, stands enacted on ________________, 2020.

Diane Schwartz Jones, Administrator to the County Council

BY THE COUNCIL

This Bill, not having been considered on final reading within the time required by Charter, stands failed for want of consideration on ________________, 2020.

Diane Schwartz Jones, Administrator to the County Council

BY THE COUNCIL

This Bill, having been disapproved by the Executive and having failed on passage upon consideration by the Council stands failed on ________________, 2020.

Diane Schwartz Jones, Administrator to the County Council

BY THE COUNCIL

This Bill, the withdrawal of which received a vote of two-thirds (2/3) of the members of the Council, is withdrawn from further consideration on ________________, 2020.

Diane Schwartz Jones, Administrator to the County Council